
Requester: _____________________________________________________ Date of Request (yyyy/mm/dd): 

____________________  Start Date – End 

Date of Interruption/Closure 

  1: _____________________________________  2:  _________________________________________ 

  3: _____________________________________   4:  _________________________________________ 

Areas/Rooms Affected:   _____________________________________________________________________________________ 

  1: _____________________________________   2:  _________________________________________ 

  3: _____________________________________   4:  _________________________________________ 

Description/Reason for Project: 

Contractor:  __________________________________________ Phone #: _________________________________ 

Contractor/Project Managers: ___________________________ Phone #: _________________________________ 

Notes: 

Facilit y Services 

NOTICE OF SERVICE INTERRUPTION/WORK FORM 

f

Building(s) 
Affected: 

Service to be 
interrupted: 

 
Start Date (yyyy/mm/dd) ___________ Time (s) _______ 
End Date  (yyyy/mm/dd) ___________ Time (s) _______ 

Notes _____________________________________________ 
__________________________________________________ 

Should you have any questions or concerns, please contact 
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ABATEMENT SCHEDULE PER ROOM #

9/27/2017

Temp. Shutdown #3 Level Shutdown #3 Temp. Shutdown #4

Sept. 28th Sept. 28th to Otc. 16th Not required

2nd Floor 285 HV9

2nd Floor 285-A HV9

2nd Floor 286 HV9

2nd Floor 287 HV9

2nd Floor 287-A HV9

2nd Floor 288-1 AC16

2nd Floor 288-2 AC16

2nd Floor 288-3 AC16

2nd Floor 289-1 AC16

2nd Floor 289-2 AC16

2nd Floor 289-3 AC16

2nd Floor 289-4 AC16

2nd Floor 289-5 AC16

2nd Floor 289-6 AC16

2nd Floor 289-7 AC16

2nd Floor 290 HV9

2nd Floor 290-1 HV9

2nd Floor 291 ? no exhaust

2nd Floor 292-A AC16

2nd Floor 292-B AC16

2nd Floor 292-C AC16

2nd Floor 292-D AC16 no supply

2nd Floor 294 HV9 no supply, no return
fit out of the connection through room 294 and adjacent 

corridor, new partition, ceiling, doors

2nd Floor 294-A HV9 no supply

2nd Floor 294-C HV9 no supply, no return

2nd Floor 294-D HV9 no supply, no return

2nd Floor 295-2 HV9 no supply

2nd Floor 295-3 HV9 no supply

Temp. Shutdown #3 Level Shutdown #3 Temp. Shutdown #4

Not required Not required

3rd Floor 385-1 AC17

3rd Floor 385-2 AC17

3rd Floor 385-3 AC17

3rd Floor 385-4 AC17

3rd Floor 385-5 AC17

3rd Floor 385-6 AC17

3rd Floor 385-7 AC17

3rd Floor 385-8 AC17

3rd Floor 385-9 AC17

3rd Floor 386-1 AC17

3rd Floor 386-2 AC17

3rd Floor 387-A AC17

3rd Floor 387-B AC17

3rd Floor 387-C AC17

3rd Floor 387-D AC17

3rd Floor 388-1 AC17

3rd Floor 388-2 AC17

3rd Floor 388-3 AC17

3rd Floor 388-4 AC17

3rd Floor 388-5 AC17

3rd Floor 389-1 AC17

3rd Floor 389-2 AC17

3rd Floor 389-3 AC17

3rd Floor 389-4 AC17

3rd Floor 390-1 AC17

3rd Floor 390-2 AC17

3rd Floor 392 AC17
fit out of the connection through room 392 and adjacent 

corridor, new partition, ceiling, doors

3rd Floor 393-A AC17

3rd Floor 393-B AC17

3rd Floor 394-1 AC17

3rd Floor 394-2 AC17

3rd Floor 394-3 AC17

3rd Floor 394-4 AC17

3rd Floor 394-5 AC17
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HVAC unitRoomLevel
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Work
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	Facility Services

	Date of Request: 2017/09/28
	Requester: AMICO DESIGN BUILD
	Notes 1: Haz Mat abatement in North/West areas of Essex Hall - Type III
	Notes 2: See room list in attachment.
	AreasRooms Affected: Ceiling in corridor in front of 294, corridor in front of 392 - see list of rooms below for HVAC interruption
	Contractor: AMICO 
	Phone: 519-737-6299
	ContractorProject Managers: Mathieu Cornec 
	Phone_2: 
	Notes: See attachment for rooms that will be impacted by the shutdown.Note: It has been confirmed that: - No shutdown required in basement and 1st floor to reinstate previously capped ductwork. - No shutdown required in third floor, no major abatement in ceilings so ductwork won't be impacted. - No shutdown should be required to reinstate 2nd floor ductwork.The following reference links are attached for your information:http://www.ccohs.ca/oshanswers/chemicals/asbestos/whatis.htmlhttps://www.pinchin.com/services/hazardous-building-materials/133http://www.pshsa.ca/wp-content/uploads/2014/05/Asbestos-in-the-Education-Workplace.pdfhttp://www1.uwindsor.ca/facilityservices/AsbestosInventory
	Dropdown2: [                                                   Please Select One]
	Dropdown3: [                                                   Please Select One]
	Dropdown1: [Essex Hall EH ]
	Dropdown4: [                                                   Please Select One]
	Start Date: 2017/09/28
	Time1: 3:00 pm
	End Date: 2017/09/28
	Time2: 5:00 pm 
	Service 1: Return air and supply air
	Service3: 
	Service2: Reduction of circulation in corridors
	Service4: 
	DescriptionReason for Project: HVAC systems (unit HV9, AC16) will be shutdown at 3:00 am Sept. 28th and JOBI/VOLLMER will be capping the required ducts on the 2nd floor, completed by 5pm same day. No shutdown will occur in 3rd floor, JOBI will work under enclosure but no major abatement necessary.JOBI will continue through the next two weeks to complete abatement. Enclosure will stay until full abatement of the ceilings areas are done and safe to be reopened. All other services and access will remain, health and safety will not be compromised when walking around those floors.
	Contact Information: Colin McLellan, Associate Director, Facility Services at 519-253-3000 ext. 2159 or Colin.McLellan@uwindsor.ca


